CITY OF LODI

PUBLIC WORKS DEPARTMENT

DOMESTIC WATER SERVICE
(3", 4", 6" & 8")

2
3 PLUG ALL OPENINGS IN BOX.

4. BACKFILL SHALL CONFORM TO STD PLAN 501.
5. ALL FITTINGS MUST COMPLY WITH THE LATEST STATE OF CALIFORNIA NO LEAD REQUIREMENTS.
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1. METER (IF REQUIRED) WILL BE FURNISHED AND INSTALLED BY CITY.
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10" BOX E_ )  ELBOW
EXTENSIO
SMITH BLAIR OR
DRESSER COUPLING T 1
CL 150 PIPE PER
APPROVED VALVE W/HANDWHEEL MAIN SPECIFICATIONS
INSTALL VALVE PER

SUPPORT BOX W/BRICKS STD PLAN 402

ALL AROUND OR SET BOX .

ON PRECAST SLAB W/ 6" LONG THRUST BLOCK. REFER TO
WEEP HOLE. FLG X PE STD PLAN 405

SPOOL
NOTES:

BYPASS MAY BE INSTALLED WITH THE SPECIFIC APPROVAL OF THE PUBLIC WORKS DIRECTOR.
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